
BS	#7610SI		-				GC2	6V				+		-				GC2	6V				+	

	BS	#2127	

1/0	AWG	

14	AW
G	2’	w

/	Fuse	
To	Post	1	on	Bat	Switch	

+	Bus	Bar	250A	ANL	

100A	ANL	

100A	ANL	

BS	#5005	

250A	ANL	

-		Bus	Bar	

1/0	AWG	8’,	11’	Actual	

1/0	AWG	6’	

1/0	AWG	10’,	9’	Actual	

6	AWG	6’,	6’	Actual	

6	AWG	6’,	4’	Actual	

To	Alternator	

To	BaHery	Charger	

To	ATC	Fuse	Block	

To	Aux	Bank	

1/0	AWG	

1/0	AWG	9’,	7’	Actual	
To	Engine	Compartment	NegaPve	Bus	Bar	

6	AWG	6’,		3’	Actual	

6	AWG	6’,	6’	Actual	

To	BaHery	Charger		

To	NegaPve	Terminal	Bus		

To	BaHery	Charger	Chassis	Ground	
10	AWG	6’,	4’	Actual	

ARC	
3/8	
Studs	

Ho
m
e	
m
ad
e	

co
pp

er
	b
us
	b
ar
	


